
DH

DH

DH

DH

F

DH

DH

F

DH
DH

FF

F

F

F

F

F

F

S

SS

FFF

S

S SS

F

S

S

F

S

S

S

S

S

F

F

F

F

F

F

F

F

F

F

F

F

S

S

F

F

F

F
F

P

F

S

F

F

F

F

8/06/2012

5376

MICHAEL J.

JAMISON

R
E

G
IS

TE
RED PROFESSIONAL ENG

IN
EER

REG. NO.

S

O
U TH D A KO

T

A

DATE:

1

2

3

GRID
1S 2S 3S 4S

2.9

229A

Men

229

Women

217

On-Call
Room

218

Staff Toilet

216

Copier/Printer

215

Mechanical

214

Hospitalist

213

Hospitalist

212

Storage
(Future
Surgery
Access)

210

Conference/Library

209

Staff
Breakroom

219

On-Call
Room

208

Med/Surg 6

207

Med/Surg 5

206

Med/Surg 4

205

Med/Surg 3

204

Med/Surg 2

203

Med/Surg 1

205A

Toilet

202

Family
Waiting

220

Simulation
Control

221

Social
Worker

222

Social
Worker
Office

226

Med Room

226C

Telecom

230

Isolation
Med/Surg 7

237A

Toilet

C46B

Family Area
230C

Oxygen

238

Equipment

228

VolunteerEscort
Services

223

Clinical
Pharmacist

224

Nurse
Supervisor

225

Resident
Workroom

225B

Stairs #4

220B

Simulation

220A

Simulation

219A

Toilet/Shower

217A

Toilet/Shower

211

Hospitalist

211A

Hospitalist
Secretary

226E

Soiled
227H

Clean

226F

Staff Toilet

227D

Nourish

245

Stairs #3

227B

Nurse
Station 1

226D

Nurse
Station 3

226A

Nurse
Station 2

228B

Elec

230B

Ante Room

209A

Family Area

227A

Nurse Work/
Dictation

227F

Conference

228C

HK/EMS

228A

Wheelchair

E30 E36E32 E33 E34 E35

E1 E2 E3

227E

TRAY STR

C40

Corridor

C41

Corridor 225A

PAPR

225C

ELEC

C44

Hall

C42

Corridor

C45

Hall

227C

Equipment

227G

Conference

236A

Toilet

234A

Toilet

233A

Toilet

232A

Toilet

231A

Toilet 230A

Toilet

241

Tele Room

242

Electrical

246

Elevator
Lobby

C47

Hall

231

Med/Surg 8

232

Med/Surg 9233

Med/Surg 10

234

Med/Surg 11

236

Med/Surg 13
237

Bariatric Isol
Med/Surg 14

235

Med/Surg 12

C46

Corridor

FR

FS TS

2

1

1

1S

2

2.9

3

0S 2S 3S 4S

C

C C

C

CC

C

ALTERNATE #2

3

3

4

4

FIRE ALARM PLAN KEYNOTES

1. 2' x 3' x 10" DEEP PULLBOX FOR FIRE ALARM CABLING. MOUNT IN CEILING CAVITY ABOVE ROOM #246.

2. PROVIDE 2- 1 1/2" RACEWAYS TO ROOM #E-23 (EXISTING FIRE ALARM HEADEND) FOR FIRE ALARM
CABLING.

3. MAINTAIN EXISTING SMOKE DETECTOR.

4. PROVIDE SOUNDER BASE ON SMOKE DETECTOR IN ON-CALL ROOM.

KEYPLAN

N
O

R
T

H

BUILDING
REMODEL

BUILDING
ADDITION

EXISTING
BUILDING

NOTE:
AT ALL SMOKE AND COMBINATION DAMPER LOCATIONS SHOWN ON THIS
DRAWING, DIV. 26 SHALL PROVIDE 120V THE FOLLOWING:

- DUCT SMOKE DETECTOR
- REMOTE INDICATOR
- FA CONTROL MODULE INTERLOCKED WITH POWER CIRCUIT

SEE DETAIL 7D/5-E-502 AND 7F/5-E-502. TYPICAL AT ALL DAMPER
LOCATIONS. CONFIRM ALL LOCATIONS WITH DIV. 23.
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